
WVCC STEM Classroom HVAC Upgrades BID #CA23-2526
PRE BID RFI's

RFI # Vendor/Company Submit Date Question Answer 

1 Mesa Energy Systems, Inc. 5/6/26 10:38 AM Can the plans indicate which equipment is owner provided.  ie: Fume 

Hoods, Fire Rated Counter.

Contractor shall provide all equipment.

The Contractor is solely and fully responsible, at no 

additional cost to the Owner, for all programming, 

integration, coordination, testing, commissioning support, 

and final operability of all systems within the Scope of 

Work with the Building Automation System (BAS/BMS) 

and Fire Alarm Control Panels, as applicable. This 

responsibility includes, but is not limited to, ERVs, fan 

coils, fume hoods, exhaust systems, control devices, 

safeties, alarms, and all associated control interfaces. The 

Contractor shall ensure that all systems are properly 

integrated into their respective control programs, fully 

functional, code‑compliant, and operational upon 

Substantial Completion. No portion of this responsibility 

shall be deferred, excluded, or assigned to others unless 

expressly stated in the Contract Documents.

2

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM Is the controls contractor responsible for any scope regarding the 

fume hoods.? If so, what exact control points and or devices should 

the contractor expect the fume hood manufacturer to provide?

 Yes, the controls contractor will be responsible for the 

controls for the fume hoods, exhaust fans, supply fans, 

and room pressurization. Responsibility also includes TAB 

support to balance the airflows through the setpoints. The 

control points will be provided in an addendum to the bid 

documents.

Refer to Question 1 above for additional information.

3

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM  Are the existing HEFs that feed the fume hoods currently tied into the 

campus Building Automation System?  What controls scope is 

expected to be needed on the existing HEFs?

 The existing HEFs are currently tied to the campus BAS. 

Existing controls for the HEF to remain and protected in 

place.

Refer to Question 1 above for additional information.

4

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM  Is this a BACnet IP or MSTP installation? BACnet MSTP unless otherwise noted on the drawings or 

specifications.

5

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM Are the fume hoods to be furnish by School or by GC The fume hoods shall be furnished, delivered, installed, 

connected, and made fully operational by the General 

Contractor (GC). The GC shall be solely responsible for all 

coordination, handling, utility connections, controls 

integration, testing, and commissioning required to 

deliver fully functional fume hoods in accordance with the 

Contract Documents, applicable codes, and manufacturer 

requirements. No portion of this work shall be considered 

Owner‑furnished or by others.

6

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM Provide location for condensate drain lines The Contractor shall be solely responsible for field 

verification of all existing condensate lines and for 

furnishing all labor, materials, fittings, supports, and 

coordination required to connect all fan coils and 

equipment within the Scope of Work to the existing 

condensate system. All condensate line routing, 

alignment, and connection methods shall be subject to 

review and approval by the District prior to installation. 

The Contractor shall assume full responsibility for 

constructability, code compliance, proper drainage, and 

leak‑free operation of all condensate piping. No additional 

compensation shall be permitted for discrepancies 

between existing conditions and Contract Documents.

A general note reflecting this requirement shall be 

included on the plans.

7

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM Accessibility of crane is limited. Can equipment be rolled across the 

roof

This is means and method and contractor to verify in field.

8

ACCO Engineered Systems, Inc.

5/6/26 3:44 PM Are there any utilities connect to the fume hood, external and internal The Contractor shall be solely responsible for field 

verification and reconnection of all utilities and control 

systems associated with the new fume hoods, including 

internal and external connections such as exhaust 

systems, make‑up air, electrical power, controls, alarms, 

monitoring points, and interlocks. The Contractor 

acknowledges that while the existing fume hoods are 

similar to the proposed replacements, they are not 

identical, and utility connections and control requirements 

may differ. The Contractor shall provide all labor, 

materials, coordination, modifications, and programming 

required to accommodate these differences and deliver 

fully functional, code‑compliant, and operational fume 

hoods. All such work shall be included in the Contract 

Sum.
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These are the pre-bid RFIs and answers from the initial bid under #CA23-2526 in which all bids were rejected. Please reference questions and answers as they are applicable to this bid #CA07-2627 and form part of the contract documents. If there are additional questions, please submit them in PlanetBids per the instructions set forth.


